CCNCRETE PAD

(247 X 247X 4" THICK)
THICKNESS SHALL BE 6°
MINIMUM FOR VALVES IN
ROADWAYS OR TRAFFIC AREAS.

DOUBLE PLASTIC
METER BOX W/ CAST IRON

READER UD.

\ 2" THREADED CAP

zégigbé?

45" BEND
CAST IRON
ADJUSTABLE
VALVE BOX SCH 40 OR
SCH 80 PVC
OR APPROVED —
EQUAL
\
|
TAPPED MJ PLUG,
RESTRAINED
WATER MAN MAIN LINE
VALVE
o RESTRAIN 100

BLOWOYFF DETAIL

NOT TO SCALE

90" BEND

COMPACTED BACKFILL
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